
INSTALL (5)• 1200 GPM 
AND (4) 1000 GPM 
CENTRIFUGAL PUMPS 
AND FOUNDATIONS. 

11017-- 
PREMIUM 

(PREMIUM) S C 

INSTALL NEW 
12*  PREMIUM 
SUCTION PIPING PIPEUNE MANIFOLD BOILER AND 

PUMP HOUSE 

E XLSA  

INSTALL NEw 
10" SuRGRADE 
SUCTION PIPING 

INSTALL NEW 
10" LS DIESEL 
SUCTION .PIPING 

• . 59029 	 • 
REGULAR 

(REGULAR) 

II II 

NEW SUCTION PIPING 
PROPOSED TERMINAL UPGRADE 

LINN TON TERMINAL 
PORTLAND, OREGON 

NOTES - 

I. USE EXISTING •TANK NOnLES.. 

2. USE EntriNG PIPE SUPPORTS WHERE POSSIBLE 

3. DaSTING SYSTEmS .00 REMAIN FUNCTIONAL 
. • EXCEPT DURING TIE-INS. 

4. CORE GRILL AND SEAL DIKE WALL -  AS NECESSARY. 

11.3, 

GU P 2 

WARENOIJSE 
17018 

REGULAR 
(REGULAR) 

PREMIUM 
(REGULAR) 

EXISTING ETHANOL PUMP 

1 

5025 

LS DESEL • 
(LS D ESEL) 

• • 

INSTALL NEW 
IC HS DIESEL 
SuCTION PIPING 

INSTALL NEW 
10 LS DIESEL 
SUCTION PIPING 

USEPA SF 

1 HMI liii 
1288379 

OIL 
IESEL) 

PRELIMIN 

GATX TASK STORAGE 
. TERMINALS CORPORATION 
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